Beverages: Drinks Towers

Cleaning the Water Bath

Frequency 6 Monthly

Models All Models

Time Taken to Complete 60 Minutes

Health & Safety Hazards Food Safety

& Slippery Floors / Tripping @ B Wash and dry hands after performing this task

A Electricity @ Inspect equipment. Do not use if damaged

THE FOLLOWING TASK SHOULD BE CARRIED OUT ONCE THE RESTAURANT IS CLOSED.
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This PM task can be performed by the restaurant;
depending upon where your refrigeration is H H

positioned or access to a main drain. Where
applicable, contact your Service Company to
arrange the cleaning of the water bath.
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Turn off the power to the Remote Refrigeration System
the night before cleaning is to take place to allow the
system to defrost thoroughly.

Ensure that the Drain Tube is connected to the Water Bath
and feed the other end to a main drain.

NB If your unit does not have a drain connector you will need
to contact your Service Company.

To drain the Water Bath turn the grey tube in the mounting

plate so that it aligns with the slots. Pull the tube up and
allow the water to drain fully.

Clean the Water Bath using a sanitised Red Border Cloth.
Pay particular attention to the area of the syrup

coils making sure only algae is removed.

CAUTION: Avoid cleaning near electrical equipment.

Rinse the water bath clean using the hose and fresh water.
CAUTION: When rinsing the Water Bath avoid spraying
any electrical equipment.
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Once the Water Bath is clean, turn the grey tube in the
mounting plate back to its original position. The machine
is now ready to be re-filled to a level just below the top of
the Drain Tube. Disconnect the Drain Tube.

Refill the Water Bath using a hose and fresh water.
CAUTION: When refilling the Water Bath avoid spraying
any electrical equipment.

Switch the unit back on. It will take approximately 4
hours for the unit to build a full ice bank. The temperature
in the Water Bath should be 0-1°C.

The ice bank should be of even width around the inside of
the Water Bath. If not, check the following: Agitators are
working correctly or condensor fins are not blocked.
Otherwise call your Service Company for advice.
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